INTERNAL EXPANDING
EXISTING
STAINLESS STEEL BAND MANHOLE

T CORE DRILL CONC.
PROPOSED SANITARY SEWER e CoRE DRILL CChe

(SIZE AS SHOWN ON PLANS) - ‘:-"'_ RECOMMENDATIONS
":-! o4
L, =
=
a7 Hex,
=il 111 B

———

ZF’REIVIDE CONCRETE BENCH
AND FLOW LINE TO OBTAIN

SMOOTH FLOW. GROUT TO

SPRING LINE OF NEW PIPE.

L ({

WATERTIGHT FLEXIBLE RUBBER
CONNECTOR CONFORMING TO AS.TM.
C-443 & C-923 WITH STAINLESS
STEEL BAND

NOTE:

807 FLOW LINE OF PROPOSED SANITARY
SEWER CONNECTION SHALL MATCH 807 FLOW
LINE OF EXISTING SANITARY SEWER MAIN.
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